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Executive Summary

As part of the Department of Energy/Oak Ridge National Laboratory Building
Equipment Research Program, the National Institute of Standards and Technology
constructed an experimental, easily reconfigurable

,
water- to-water, breadboard

heat pump apparatus in order to compare pure R22 to nonazeotropic refrigerant
mixtures. Performance of the heat pump charged with a range of compositions of

the binary mixtures R22/R114 (chlorodifluoromehtane/dichlorotetrafluoroethane)
and R13/R12 (chlorotrifluoromethane/dichlorodifluoromethane) were compared to

R22 . The advantage claimed for mixtures in this application is improved
thermodynamic efficiency as a result of gliding refrigerant temperatures in the

evaporator and condenser in low lift, high glide applications typical of air
conditioning.

All tests, with the exception of one series designed to show the effect of
varying condenser glide, were conducted with evaporator entering and leaving
water temperatures of 80°F (26.7°C) and (12.8°C) and condenser entering and
leaving water temperatures of 82°F (27.8°C) and 117°F (47.2°C) simulating an air
conditioning application. Each test series was conducted with constant
evaporator capacity as an additional requirement for comparability. Tests were
conducted for three different evaporator configurations which produced
substantially different overall thermal conductance values between the

evaporating refrigerant and the heat source water. Tests were also conducted
with and without intracycle heat exchange between the condensed refrigerant
liquid and the evaporating two -phase refrigerant throughout the length of the
evaporator, a modification which theoretically should show substantial benefits
for mixtures but not for pure refrigerants. All tests were conducted with a

flooded evaporator and with saturated vapor entering the open drive compressor.

For the three evaporator heat exchanger configurations for which a full range
of compositions were tested, the optimum composition of each mixture performed
better than pure R22. As the thermal conductivity at the evaporator was
improved, the superiority of the mixtures over R22 increased. The pure
refrigerant reached a pinch point where the water temperature was nearly the same
as the R22 temperature and no heat transfer could take place in the remainder
of the evaporator. The mixtures with a glide matching that of the water could
use the whole evaporator more effectively.

The best efficiency measured with the mixture R22/R114 was approximately
32% better than the best efficiency measured with R22. With the R22/R114
mixture, the intracycle heat exchanger had no effect on mixture performance.
The best efficiency measured with the mixture R13/R12 was approximately 16%
better than R22 using the intracycle heat exchanger and approximately 8%

better without.

The ineffectiveness of the intracycle heat exchange with R22/R114 was primarily
from the nonlinear relationship between enthalpy and temperature in its two phase
region. At low qualities the constant enthalpy lines were nearly isotherms as
they would be for a pure refrigerant. Most of its glide occurred at qualities
over 20%. This nonlinearity of enthalpy versus temperature also impacts
strongly on simple computer models of system performance which normally assume
linear temperature profiles.
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An additional observation was with the less effective heat exchanger configura-
tion. Glide matching was less in importance and the optimum composition was
shifted in the direction of the mixture component which was best because of
compressor efficiency, pressure drop, or thermodynamic properties.
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Abstract

An experimental, water- to-water
,
breadboard heat pump (that is one designed

to be easily reconfigured) was constructed for comparison of pure R22 to the

refrigerant mixtures R22/R114 and R13/R12. Three evaporator configurations
were extensively studied. In all cases the best mixture outperformed R22.

The best efficiency with R22/R114 was 32% higher and with R13/R12 was 16%

higher than the best efficiency measured with R22. Other observations were,

first, mixtures can take advantage of heat exchanger efficiency that, in a

gliding temperature application, a pure refrigerant is incapable of utilizing.
Secondly, heat exchange between the condensed and evaporating refrigerant is

beneficial to some mixed refrigerants. Finally, mixtures exhibit nonlinearity
of enthalpy versus temperature in the two phase region which has significant
impact on both heat exchanger and cycle design.

Key words: air conditioning, heat pump, intracycle heat exchange, nonazeotropic
refrigerants, refrigerant mixtures, refrigerants, refrigeration
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1 . Introduction

In recent years the research interest in the use of nonazeotropic binary mixtures
as a working fluid for refrigeration systems has increased greatly. Previous

work [1] has shown that a simple substitution of a mixture into a refrigeration
system designed for single component refrigerants yields only minimal performance
increases. Yet, elementary theoretical considerations suggest that considerable
improvement should be realized. For this reason, an experimental heat pump rig
capable of easy adjustment and redesign was built for comparison of mixed and
single component refrigerants. This rig is referred to as a breadboard heat pump
because of this emphasis on easy system reconfiguration to allow optimization
with different refrigerants.

After checkout tests of the breadboard heat pump with pure R22 had been
performed, a series of tests at different mixture compositions for four
evaporator configurations were performed with mixtures of R22/R114 (chloro-
difluoromethane/dichlorotetrafluoroethane) ,

which is known to improve cycle
efficiency [2], and R13/R12 (chlorotrifluoromethane/dichlorodifluoromethane)
which may have application in composition shifting cycles for heat pumps.

All mixture tests were performed with counterflow heat exchangers using water
as both the evaporator heat source and condenser heat sink. All tests, with the
exception of one series designed to show the effect of varying condenser glide,
were performed at the same nominal water temperatures: evaporator water inlet
and outlet of 80°F (27°C) and 55°F (13°F) and condenser water inlet and outlet
of 82°F (28°C) and 117°F (47'’C), respectively. This water- to-water application
with moderate temperature glides and low temperature lift was chosen as

representing building air conditioning and as also likely to benefit from the

gliding temperature effect of mixtures.

Besides observation of basic cycle efficiency and capacity, data on the effect
of heat exchanger characteristics which best exploit mixtures, the linearity of
enthalpy versus temperature, and intracycle heat exchange between condensed
and evaporating refrigerant are presented. Tabulated experimental data are
presented in the appendix. The material presented in detail in this report has
previously been published in summary form [3, 4].

2 . Theory

Binary refrigerant mixtures consist of two refrigerants. Depending on the
constituent molecules, either azeotropic or nonazeotropic behavior will be
obtained. An azeotropic mixture behaves like a pure refrigerant for a particular
composition. At a fixed pressure, it boils or condenses at a constant
temperature (Figure 1) and the liquid and vapor phases have the same composition.
Under similar conditions a nonazeotropic mixture undergoes a temperature glide
while boiling or condensing and has differing vapor and liquid phase
compositions

.

Figure 2 shows this behavior of a nonazeotropic mixture. For the condensation
of a mixture at composition x^^j the process is as follows: Superheated vapor
cools (5) until it reaches the dew point (4). Rather than maintaining the same

1



Figure 1 . Phase Diagram of Azeotrope R-500
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Figure 2. Phase Diagram of Binary Nonazeotrope
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composition in the vapor and liquid phase throughout the condensation process,
different compositions exist in vapor and liquid phase. The first drop of liquid
has a composition enriched in the less volatile component, at composition x.| .

The remaining vapor composition now shifts towards the more volatile component,
R22. While the temperature drops, the vapor composition follows the dew line,
whereas the liquid composition follows the bubble line, i.e., compositions X

2

and X
5

respectively at point three. Finally, the last bit of vapor has a

composition enriched in the more volatile component, x^, while at that point the

liquid has a composition of x^^^ (2). Once the refrigerant mixture leaves the two

phase region, the liquid has the composition x^^.

At fixed pressure, the two phase region for nonazeotropic mixtures exists over
a temperature range, AT in Figure 2, instead of a single temperature as is the

case for pure refrigerants or for an azeotrope. This feature allows the mixture,
flowing counter current to the heat exchange fluid, to follow the same glide
(temperature change) as is present in the heat sink and heat source of heat pumps
or air conditioners. This reduces the average temperature difference between
the refrigerant and the heat exchange fluid which is a source of thermal
irreversibility

.

A refrigeration cycle with changing temperatures of the refrigerant in the

heat exchangers was first described by Lorenz and, therefore, the heat pump
cycles employing nonazeotropic mixtures are said to be Lorenz cycles. This is

in contrast to the Carnot cycle with constant refrigerant temperatures in the

heat exchangers as found for single component refrigerants. The Carnot
principle, stating that the Carnot cycle efficiency can not be exceeded, is

limited to applications of constant temperature heat sinks and heat sources.
An improvement in system efficiency for a heat pump or air conditioner can
be obtained by departing from the ideal Carnot cycle and employing the

Lorenz cycle with changing temperatures of the refrigerant. The reason for
this improvement can be found in the nature of the heat source and heat
sink. Since the heat exchange fluids are not changing phase while traveling
through the heat exchanger, they have to change temperature in order to

exchange heat. This means that a temperature glide will always exist at the

heat source/heat sink side. In an ideal Carnot cycle the temperature of the

refrigerant remains the same throughout the heat exchangers. As can be seen
on the T,s -diagram (Figure 3) this mismatch in temperatures requires additional
unnecessary work for the Carnot cycle as compared to the Lorenz Cycle (shaded
areas in Figure 3).

It has to be noted that the improvement in system performance is influenced
a great deal by the temperature differences obtained in the heat exchangers
as stated by McLinden and Radermacher [5]. If the average temperature
difference between the refrigerant and the heat source/sink fluid in each heat
exchanger for the Lorenz cycle is larger than the Carnot temperature
difference would have been for the same application (which is possible primarily
because typically there is a significant decrease in the mixture evaporative heat
transfer coefficient relative to either of its components) then the Lorenz cycle
will not be advantageous. Special care has to be taken, therefore, in designing
the heat exchangers for mixtures.

4
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An additional improvement in cycle efficiency can be obtained for a heat pump

employing a nonazeotropic refrigerant mixture by introducing an internal heat

exchange between the evaporating liquid and the condensed fluid, as described
by Vakil [6]. Nonazeotropic mixture undergo a temperature glide while evaporat-

ing or condensing at constant pressure. If the liquid can be substantially
subcooled before the expansion process, the evaporation could start at a lower

temperature at the same pressure, as can be seen from Figure 4 (point 2'). For

a fixed system capacity, the average refrigerant to heat exchange fluid
temperature difference will be fixed. In order to do this, the evaporator
pressure will be higher for the process with substantial subcooling (2", 3").

The higher evaporator pressure results in less pressure lift in the compression
cycle, therefore reducing the amount of work to be supplied.

3 . 1 Test Apparatus

The breadboard heat pump is shown schematically in Figure 5, as built in Figure
6 and photographically in Figure 7 and Figure 8. The water heat source and sink
were selected because of their simplicity of capacity measurements and of
achieving counterflow and intracycle heat exchange. Both water loops, evaporator
and condenser, are closed loops. The water is circulated by centrifugal pumps
and the flow rates are controlled with manual valves to achieve the desired
outlet temperatures of the heat exchangers.

A constant evaporator heat flux was desired to compare the different refrigerants

[5]. Because of the different properties of the refrigerants to be examined,
this required a variable speed compressor. Since compressor tests with a mixture
of R22/R114 were done at the University of Hannover (FRG) for an open two piston
reciprocating compressor [7], this same compressor model was selected for the
breadboard heat pump. This was achieved by driving an open compressor with a

variable speed motor. A strain gage torquemeter and tachometer were incorporated
in the shaft drive to allow power measurement. An oil separator was installed
at the compressor outlet to minimize the effect of this variable (oil
concentration) on system performance.

The condenser heat exchangers are coiled aluminum extrusions (Figure 9)

.

These heat exchangers result in good heat transfer between the refrigerant
and the water, but do not allow measurement of temperatures other than at
their entrance and exit.

The evaporator heat exchangers (Figure 10) were chosen to allow for temperature
measurements all along the flow. Two 20 ft. (6m) long extruded copper tubes
were, therefore, selected for the evaporator heat exchanger. For convenience
in installation, these tubes were bent into a hairpin shape reducing their
overall length to ten ft. (3m). As obtained from the manufacturer, the heat
exchanger tubes consisted of only two passages, a center path with 'micro-fins'
on the walls and a set of rectangular channels around this inner tube. The fins
and channels are spiraled, changing top to bottom every 6 in. (150 mm)

.

A third passage was added on the outside of the evaporator to obtain a heat
exchanger for a third fluid, thus allowing for heat exchange between the
evaporator refrigerant and the condensed liquid refrigerant throughout the length

7
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Figure 9. Condenser Heat Exchangers (not to scale)

Spiraled Copper Tube

Cross Sectional
Area

A. 227 mm 2

B. 122 mm2
C. 310 mm^

Perimeter

100 mm
120 mm
80 mm

Figure 1 0. Evaporator Extruded Heat Exchanger (not to scale)

Wet Dry
vapor vapor

I I

Figure 1 1 . Accumulator Construction (not to scale)
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of the evaporator. The two heat exchanger tubes are connected in series,

resulting in a total evaporator heat exchanger length of 40 ft. (12 m)

.

Thermocouples were soldered to the outside of the evaporator heat exchangers

every two ft. (60 cm) allowing measurement of the temperature profile in the

outermost channel. For the rectangular channels, measurement was limited to the

crossover between ten ft. (3 m) section of the 40 ft. (12 m) heat exchanger.

This resulted in five thermocouples for these passages. For the center passage,

thermocouples are located every two ft. (60 cm) in a sealed 1/8 inch (3.2 mm)

thin-wall stainless steel tube. These thermowells are mounted in the center of

the innermost channel to measure the in-stream temperature of the flowing fluid.

Further measurement devices were several other thermocouples, thermopiles and
pressure transducers located at critical points in the cycle.

Another important feature of the breadboard heat pump is a liquid/vapor
separating accumulator in front of the compressor serving as a refrigerant
storage vessel as well (Figure 11) . The ability to store refrigerant in the

accumulator makes the breadboard heat pump charge - insensitive by allowing
flooded evaporator operation, making charging the heat pump easier. For the

first series of system checkout tests, a large, commercially available
accumulator was employed. This accumulator, however, contributed to changes
in compressor performance at different speeds because of the large size of its

oil return holes. The amount of liquid returned to the compressor was found to

vary with velocity of the suction gas flowing through the accumulator and with
the liquid level. Due to different amounts of liquid refrigerant droplets
carried into the cylinder of the compressor at different speeds, the changes in
system performance over the compressor speed range were amplified. A
liquid/vapor separating accumulator with an oil return line which can be valved
off during tests was, therefore, constructed and installed. The original
accumulator was left installed for compressor protection during startup and for
charge storage, but was valved off during test data periods.

Since this configuration supplies only saturated vapor to the suction line of
the compressor, one would not be able to run with misty vapor leaving the
evaporator, which was desired so as not to use a large amount of evaporator area
drying out the droplets entrained in the center of the flow. A fixed heat
(60 W) was, therefore, provided to the accumulator by wrapping it with an
electric heating tape and then insulating. This small amount of heat was not
included in the capacity calculations. This accumulator decreased the variation
in system efficiency substantially. See section four. Compressor Speed Tests,
for measured efficiency versus speed.

3 . 2 Capacity Measurements

The breadboard heat pump provides several capacity measurement methods for both
evaporator and condenser as summarized in Figure 5. In the condenser, heat is

gained by the water from the refrigerant. This heat is rejected to chilled
water at 45°F (7°C) in a separate heat exchanger. A trim heater past this heat
exchanger adjusts the inlet water temperature to the condenser heat exchanger
to the desired 82°F (28°C)

.

The electrical power to this variable heater is

measured. The temperature differences across the condenser heat exchanger and

13



across the electric heater are also measured. The ratio of these two temperature
differences multiplied by the electric heat gives the condenser capacity.

A second capacity measurement method for the condenser is based on water side
calculations. The average density and specific heat for the water are calculated
based on the water temperatures. In conjunction with the flow rate, one can
obtain the heat gained by the water. To be able to measure losses to the
environment, the condenser heat exchanger is contained in an insulated box. The
heat loss through the wall has been determined in relation to the temperature
difference. The temperature difference between the inside of the box and the
environment multiplied by the heat loss constant gives the heat lost to the

environment. The total capacity is the sum of the heat gained by the water and
the heat lost to the environment. A third capacity measurement method is based
on refrigerant side measurements. The flow rate of the refrigerant is measured.
The enthalpies leaving and entering the condenser are obtained from properties
programs according to the measured temperatures and pressures and capacity
calculated as the product of mass flow and enthalpy change.

In the evaporator, heat is transferred from the water to the refrigerant. The
heat exchanger with all water pipes and the pump is contained in an insulated
box, thus allowing a capacity calculation based on the calorimetric method. All
heat sources, i.e., electric heat, pump power, and wall losses/gains are added
together to give the first of four capacity measurement methods. This is felt
to be the most reliable method because of the accuracy with which electric power
can be measured in comparison to flow rates or small temperature differences and
is, therefore, used for the performance analysis. Evaporator capacity was also
measured by the three methods (water side, comparison heater, and refrigerant
side) as described for the condenser.

Since an open compressor was employed, the compressor power was measured as shaft
power, eliminating electrical efficiency of the motor. A shaft dynamometer
(strain gage torquemeter with magnetic pickup tachometer) had been installed
between the compressor shaft and a pulley which was belt driven by a variable
speed motor.

Two additional checks on compressor power were a refrigerant side comparison and
the difference between the condenser and evaporator capacity. For these two

methods, the compressor jacket loss was subtracted before comparison to the

shaft power measured by the dynamometer.

An insulated box was installed around the compressor, enabling measurement of
the compressor jacket heat loss. This heat loss was found to be quite small
(typically 100 to 200 Btu/hr (30 to 60 W) ) reflecting the manufacturer's
intention of providing primary compressor cooling by the incoming refrigerant
vapor. For system efficiency calculation the shaft power was used.

All the different methods employed throughout the test program agreed closely
(within 6%), confirming the validity of the test results, with the exception of
occasional periods when flowmeter mechanical failure was experienced.

14



3 . 3 Test Procedure

Two nonazeotropic binary refrigerant mixtures were tested in the breadboard heat

pump, R22/R114 and R13/R12. Tests were conducted at the same capacity for each

mixture, to achieve equal average heat flux per unit area of the heat exchangers

for all tests as one of the major criteria for comparability of refrigerants.

One exception was pure R114, which would have required an excessively high
compressor speed to reach the desired capacity. The capacity was chosen to be

14,000 Btu/hr (4.1 kW)
,
which was obtained with pure R22 at 500 RPM compressor

speed. Heat sink and heat source entering and leaving water temperatures were

kept constant for all tests as the second major criterion for comparability [5]

.

The temperatures were 82°F (28°C) and 117°F (U7°C) entering and leaving the

condenser and 80°F (27°C) and SS^F (13°C) entering and leaving the evaporator.

Since all test series were conducted at the same capacity and entering and

leaving evaporator water temperatures were fixed, it follows that the evaporator
water flow rate was also fixed. The compressor speed had to be adjusted for

every test to meet the required capacity due to differences in suction vapor
specific volume and latent enthalpy between the different refrigerants. The

expansion device was set simultaneously to give marginal subcooling at the

condenser outlet and to provide evaporation throughout the entire evaporator.
The subcooling was determined by the disappearance of vapor bubbles in a sight
glass in the liquid line. The flooded evaporator was determined by the presence
of liquid droplets leaving the evaporator in a sight glass in this pipe and by
the presence of liquid in the accumulator.

The mixture compositions examined cover the whole range from 0 to 100% for the

R22/R114 test series, whereas for the second refrigerant mixture (R13/R12)
compositions were limited to less than 45% of R13 by weight because of excessive
pressures in the condenser that would have existed with more R13. The composition
of the mixture was determined for each test by taking a vapor sample from the

compressor discharge line and analyzing it with a gas chromatograph. When
filling the sample bottles the entering refrigerant was throttled to keep the

sample bottle pressure below saturation at room temperature. This prevented
condensation of refrigerant on the sample bottle interior walls, which would have
resulted in a composition shift in the vapor sample. At least two analyses for
each sample were performed to validate the sample and reduce the chance of
operator error. If condensation had occurred in the sample bottle, the two
analyses would have differed because of evaporation as the sample was drawn into
the chromatograph. The evaporator capacity and the amount of work supplied to

the compressor were calculated according to the methods described under Test
Apparatus. The coefficient of performance (COP) was determined for each test
based on the capacity calculated by the calorimeter method, and the measured
shaft power. The power required by the heat source/sink water loop pumps was
not included in the COP calculation, because it was felt to be external to the
basic equipment cycle and, instead, part of a systems application.

4 . Compressor Speed Tests

A set of preliminary system performance tests at different compressor speeds
was conducted with pure R22. The examined speed range covers the speeds used

15



for the mixture tests, explicitly 500 to 1200 RPM except near 750 RPM when the

compressor showed excessive vibration in its mounting. Since we felt these
vibrations could damage the apparatus, no mixture tests were run at this speed.

The suction and discharge pressures were kept constant for all speeds for these
compressor tests. The pressures, 104 psia (720 kPa) suction and 258 psia (1780
kPa) discharge line, were those which existed in the apparatus for the given
water conditions (80/55°F) (27/13°C) evaporator and 82/117°F (28/47°C)
condenser) at 500 RPM compressor speed. Two maintain these pressures for all
speeds the water flow and temperature were changed. The expansion device was
adjusted for each speed to give marginal subcooling and some flooding of liquid
refrigerant into the accumulator. The results for these tests are shown on
Figure 12.

As one can observe in this figure, the measured performance (excluding the point
at 750 RPM where excessive vibration was experienced) lies within a band of +

5%. The system performance was felt to be adequately consistent for the speed
range of 500 to 1200 RPM to allow the start of mixture testing. No corrections
were made to the performance obtained for different mixtures at different speeds.

5 . 1 Heat Exchanger Variations

A major task of this project was to analyze the influence of different heat
exchangers on the performance of a heat pump employing nonazeotropic refrigerant
mixtures. Four different configurations of the three passages in the evaporator
were tested for this part of the project. Detailed instrximentation and
observation have been limited to the evaporator because this heat exchanger has
a greater effect on system performance than the condenser. According to the

nomenclature of Figure 10 the four evaporator configurations were:

Evaporating Refrigerant C

Liquid Refrigerant B

Water A

Configuration
1 2 3

(outside) B A
(rectangles) C B

(inside) A C

4

A
C

B

Expectations were that configurations 2 and 4 would perform better than 1 and
3 since the evaporating refrigerant and water (which constituted the majority
of the transferred heat) were in the channels which had enhanced surfaces.
Furthermore, these channels were adjacent, which limited the losses due to heat
passing through the intermediate passage.

The performance of configuration 1 and 3 are strongly influenced by the surface
characteristic of the outermost channel. The smooth copper provides a poor heat
exchange area resulting in large temperature differences between the water and
the refrigerant for these two configurations. The relative heat exchanger
performance is shown in the temperature plots for the four configurations for
pure R22 in Figure 13. It can be observed that R22 uses the full length of the

heat exchanger for configuration 1 and 3, but only half the heat exchanger for
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between the two end points of the efficiency curve in Figure 17, indicating a

potential for increase in COP of 44% for R22/R114.

The improvement in cycle efficiency for the mixture R13/R12 compared to the

efficiency obtained with pure R22 and pure R12 is shown in Figure 18 to be

16% and 40% respectively with intracycle heat exchange and 8% and 27%

respectively without intracycle heat exchange. For the test set performed
with R13/R12, it was not possible to perform tests with high concentrations of

R13 since the pressure would have been far beyond the highest acceptable
pressures

.

Another observation that can be made is that at any temperature glide less than

the maximum possible with a mixture there will be two compositions that will give

the required glide. The choice of which of these two compositions to use would
be based on other refrigerant properties For instance with the R22/R114
mixture, the composition high in R22 would be chosen because of the better
compressor efficiency and capacity with higher R22 concentrations. With the

R13/R12 mixture the composition low in R13 would be chosen because of the high
discharge pressures with high concentrations of R13.

The capacity per compressor revolution for both mixtures in evaporator
configuration 4 is shown in Figure 19. Compared to pure R22, the 65% R22/35%
R114 mixture which showed a 32% efficiency improvement (Figure 17) resulted in

a capacity loss of 8%. The 34% R13/66% R12 mixture which showed a 16% efficiency
improvement over pure R22 (Figure 18) resulted in a capacity increase of 21%.

5 . 2 Linearity of Enthalpy versus Temperature

An interesting feature can be observed in the temperature plots, the differing
location of the pinch points for the different refrigerant mixtures. The pinch
point, the closest temperature approach between the refrigerant and the heat
exchange fluid, is at the two ends of the heat exchanger for the R22/R114
mixture, whereas for the R13/R12 mixture the pinch point is in the center of the
heat exchanger. This is shown in Figures 20 where a line has been drawn
connecting the entering and leaving points to emphasize this nonlinearity.

The nonlinear shape of the temperature profile during evaporation results from
the differing properties of the pure refrigerants in combination with mixture
effects. The dominant effect in determining the shape of the profiles appears
to be the relative amounts of the more and less volatile components. With the
R22/R114 mixture with 60% R22 the bulk of heat necessary to vaporize the mixture
is required at temperatures close to the bubble point temperature, i.e., at
temperatures closer to the boiling point of the more volatile R22. As a result
the temperature versus enthalpy profile is concave. With the R13/R12 mixture,
the concentration of the more volatile R13 is only 20% and, thus, the bulk of
the heat of vaporization is concentrated at the higher temperatures resulting
in a convex profile.

A secondary effect is the different heats of vaporization for the two components.
This is most pronounced with R22/R114 where the heat of vaporization of R22 is

substantially higher than that of R114. Because the first bubbles of
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vapor generated are enriched in R22 the higher heat of vaporization for this
refrigerant further contributes to the concave shape. This behavior is important
for the prediction of system performance by the use of simple computer programs
which assume a linear temperature glide throughout the heat exchanger since the

actual glide may deviate quite far from linearity. These errors would be
greatest with efficient heat exchangers where the temperature differences would
be small - the application that has been seen to be most favorable to mixtures.

The convex shape of the temperature profile of R13/R12 tends to be amplified
by a pressure drop as present in the evaporator, whereas the concave shape of
R22/R114 tends to be leveled. Another aspect of this nonlinearity is discussed
in the next section, Liquid Line Heat Exchanger.

5 . 3 Liquid Line Heat Exchanger

The final part of this project was concerned with the validity of the proposed
improvement obtained by using an intermediate heat exchange between the

evaporating refrigerant and the condensed liquid [6]. The liquid line heat
exchanger improves efficiency with mixtures by shifting a portion of the

evaporator capacity to a lower vapor quality and, thus, lower temperature. Tests
have been conducted with both refrigerant mixtures R22/R114 and R13/R12 to

evaluate this theoretical proposal. As one can see from Figures 17 and 18

noticeable improvement in efficiency is only obtained for the mixture of R13/R12.
The reasons for this different behavior can be seen in the pressure -enthalpy
diagrams for the two refrigerant mixtures. First the two-phase isotherms are
nearly flat at low quality for R22/R114 (Figure 21) while those for R13/R12
{Figure 22) show a substantial slope throughout the two phase region. Because
of this flatness the heat exchanger has little value for R22/R114 for the same
reasons that cause it to have little value for pure refrigerants with their truly
horizontal isotherms. Referring to Figures 21 and 22, the shift of the

evaporator entering condition from point 2 to 2
' can be seen to result in a

higher evaporator pressure (which improves efficiency) at the same average
evaporator temperature for R13/R12 while the shift from point 2 to 2

' has no
effect on evaporator pressure for R22/R114. Secondly, it can be seen that the

shape of the two -phase dome results in flashing more of the R13/R12 mixture
between the approximate operating points (30°C condensing, 10°C evaporating) at
which the tests were run, indicating more potential for reducing entering
quality

.

The flatness of the R22/R114 isotherms at low qualities are another aspect
of the nonlinearity of enthalpy versus temperature. In this case, this departure
from ideality renders ineffective the performance of this heat exchanger for one
mixture (R22/R114) while increasing its value for the other (R13/R12)

.

Another way in which heat exchange between the evaporator and condenser improve
cycle efficiency is described in [9]. Referring to figure 23, if condensation
occurs by heat exchange with the evaporating refrigerant the discharge pressure
will be lowered reducing the power input to the cycle. Countering this benefit,
the refrigerant mass flow involved in this heat exchange will be pumped around
the cycle without contribution to capacity. Maximum efficiency would occur where
the tradeoff between these two effects was optimized. For this cycle



Enthalpy

(Btu/lbm)

(ejsd) ajnssajd

27

Figure

21
.

Effect

of

Heat

Exchange

Between

Subcooled

Liquid

and

Evaporating

Refrigerant

of

60%

/
40%

Mixture

of

R22

/R1

14



Enthalpy

(Btu/lbm)

(eisd) ajnssajd

(ed>l) dJnssajd

28

Figure

22.

Effect

of

Heat

Exchange

Between

Subcooling

and

Evaporating

Refrigerant

of

40%

/
60%

Mixture

of

R1

3/
R1

2



Enthalpy

(Btu/lbm)

(ejsd) ajnssejd

(ed>l) ajnssajd

9

Enthalpy

(kJ/kg)

Figure

23.

Effect

of

Heat

Exchange

between

Condensing

and

Evaporating

Refrigerant

of

40%

/
60%

Mixture

of

R13

/R12



modification to be most effective, a pinchpoint at the condenser outlet and a

convex temperature vs. enthalpy nonlinearity would be present. It should be
noted that for these reported tests the subcooling criterion of a marginally
clear sight glass could not be strictly adhered to because of system
instabilities, i.e., cycling from a clear sight glass to a few bubbles. For this
reason, it is felt that the observed efficiency improvement was most likely a

combination at the benefits from increased subcooling [6] and condensation [9].

5 . 4 Variable Condenser Glide

The tests described in this section were performed approximately two years after
the other tests described in this report, and because of piping changes, are not
considered directly comparable to the other reported tests.

As was previously described, all other reported tests were performed with
condenser entering and leaving temperatures of 82°F (28°C) and 117°F (47°C),
respectively. Considering that an infinite heat sink is typically available on
the condenser side, the only penalty to be incurred by reducing the glide in an
actual system would be increased power to the heat sink fluid pumps. Reduced
evaporator glide would not be reasonable because of dehumidification criteria.

To quantify the effect of reduced condenser glide, tests were performed at the

above stated 35°F (19.4°C) condenser glide and at reduced glides of 30°F
(16.7°C)

,

25 °F (13.9°C) , 20°F (11.1°C)
,

15 °F (8.3°C) and 10° F (5.6°C) . All tests
were performed in evaporator configuration 4 with the refrigerant mixture 65%

R22/35% R114 which had been shown to give the highest efficiency.

The condenser glide was reduced by reducing the heat sink (water loop)
temperature leaving the condenser and holding the heat sink entering temperature
constant. This approach was felt to be more representative of an actual
installation than the more theoretically pure alternative of holding the average
heat sink temperature constant. Hence, the cycle efficiency plotted in figure
24, increases as glide decreases because the mean heat sink fluid temperature
decreases with decreasing glide, thus, reducing the temperate lift.

The percentage point improvement from the mixture is approximately constant
between a 15°F (8.3°C) and 35°F (19.4°C) glide. Below 15°F (8.3°C) the

efficiency improvement drops rapidly.

Discussion

It has been shown in this study that improvements in cycle efficiency can be
obtained by the following the same temperature glides in the heat exchangers on
the refrigerant side as are present at the heat sink and heat source side of a

heat pump or an air conditioner. This statement was first made by Lorenz in

1894, but could not be realized in the vapor compression cycle with pure
component refrigerants without a change in pressure which would have been
necessary for those fluids to perform a temperature change in the two phase
region and would have cancelled the efficiency improvement. Lorenz himself
suggested the use of a compressor and an expander as heat exchangers, but
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concluded that such a system would be too complex for practical use.

However, by using nonazeotropic refrigerant mixtures with their changing
temperatures at constant pressures in the two phase region one can obtain a

temperature glide on the refrigerant side in a conventional heat exchanger. A
nonazeotropic mixture at the right composition can match the temperature glide
of the heat exchange fluid in a counter flow heat exchanger.

This work shows that special care must be taken in the heat exchanger design to

suit the requirements of the nonazeotropic mixtures. This is quite possibly one
of the reasons why several earlier experimental studies failed in showing the
projected improvements. Because pure refrigerants quickly encounter a pinch
point as heat exchanger area is increased, mixtures can take much better
advantage of increased areas. For instance, with the most effective heat
exchanger configuration, the pure refrigerant could only effectively use a

quarter of the heat exchanger area because of a pinch point and would have been
expected to produce substantially the same efficiency with its heat exchangers
reduced in size to a quarter of that employed. It must be emphasized, however,
that all the comparisons between pure and mixed refrigerants presented in this
report are for equal areas. A compromise has to be found for each application
between increased cost for the heat exchangers and obtainable improvements in

efficiency which results in cost savings during the operation of the system.
Furthermore, the heat exchanger should not result in a high pressure drop since
pressure drop affects the temperature glide of a mixture.

Finally, the validity of proposed improvements in cycle efficiency by the

introduction of an internal heat exchange between the evaporating refrigerant
and the condensed liquid has been proven. It has been shown that the amount of
improvement is dependent on the shape of the vapor dome and temperature profiles
and may be small for some mixtures. It was also shown that the introduction of
such a heat exchanger does not significantly affect the cycle efficiency of

single component systems. It can be stated that the potential for cycle improve-

ment is present with mixtures. The employment of nonazeotropic refrigerant
mixtures was shown to result in an efficiency improvement of as much as 32% over
R22 when heat exchangers and temperature glides were selected properly.

Conclusion

For all heat exchanger configurations for which a full range of compositions were
tested, the optimum composition of each mixture performed better than pure R22.

The best efficiency measured with the mixture R22/R114 (at a composition of 65%

R22) was approximately 32% higher than the best efficiency measured with R22.

The best efficiency measured with the mixture R13/R12 (at a composition of 35%

R13) was approximately 16% better than the best efficiency measured with R22.

The better the heat exchanger effectiveness the greater was the improvement which
the mixtures show over pure R22.

Matching temperature glides is not the only consideration. In the evaporator
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configurations which had poorer heat exchanger effectiveness, the gliding
temperature effect of mixtures was less important to cycle efficiency than other
refrigerant properties. Hence, the optimum efficiency occurred at a composition
deviating from that which produced a glide matching the heat source fluid in the

direction of the component which had the best performance for other reasons
(thermodynamic properties, compressor efficiency, pressure drop, etc.)

Pressure drop in the evaporator reduced temperature glide and hence reduced the

cycle efficiency improvement by mixtures.

Nonlinearity of temperature with enthalpy was observed for the two mixtures
tested. The R22/R114 mixture exhibited a slightly concave temperature profile
through the evaporator and the R13/R12 mixture a slightly convex one. This
observation is in conformance with predictions of the NIST equation of state [10]

for these mixtures.

Intracycle heat exchange between the condensed liquid and evaporating
refrigerant streams benefitted the R13/R12 mixture but not the R22/R114 mixture.

Intracycle heat exchange between the condensed liquid and evaporating refrigerant
streams is expected to be beneficial for those mixtures which show a substantial
loss of potential temperature glide as result of flashing through the expansion
device

.

Efficiency improvement by use of mixtures does not imply loss of capacity as a

trade off.
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Exchange

Outside,
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Configuration

2:

Refrigerant

in

Rectangular

Passages,

Water

in

Center,

Heat

Exchange

Outside,

R22/R114

cont'd
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Configuration

2:

Refrigerant

in

Rectangular

Passages,

Water

in

Center,

Heat

Exchange

Outside,

R13/R12

CN

ro

O
cn

as
CM

00
«SJ

CM

v£»

CM

Ln
CM

CM

n
CM

0)

z
u
Ifl

<u

H

vdl— CM.-(OCMrOCM CT\ CM O CTv CM CM cn CO v£>

mvccMO'cocMCMr^
looui

vDCO^CnCMCMCMOO

o m in CM tom in 00 o t-h

VO 00 VO cn >3- 00

ro 1^ CMm <?• vo in

^ CM O' 00

OvCMO«-IOOCM-3’cn
<f-vo(^r~<fOoooo

OCM00«^CM<tC?V'^

ov ^ CM CM VO
p'. VO in 00 CTi >-t

00 CM CO ON CM

in CM CM CM
^ cn CM

»H ^ cn m

O vo O m
vO'd'«-H^vor^'^vo
-d’vop^t^'d’Oooin

OVOVOOOCMVOOV

ov ^ CM
vo m 00 o '3'

cn VO 00 VO CM o

00 cn
<j- CM ^
»-H «—I cn cn

as

o*—•(^•-lOvt^cncM
invovor^'JOoooo

lOvOOvO'JOmcM

ov cn ^ cn ov
p^ vo m 00 O 'd'

vo I *-( CO 00 p^

cn O CM CM
CM CM C7\ 00
«-l »-l CM CM

O 'S’ O' cn

'O'^Ocninm-.^r^^vor^r^MtOoom

Ovor^inomvop^

O' p^ in CM vo
p^ vo m 00 oi ^

00 00 00 00 CM

m ^ O' o
cn CO O' O'^ «-l CM CM

cn m o *-1

r^CMP^O'l^vOCMvO
>tf'vOvovo<toooLn

QOooincT'>3’P^OcM

O' th in p^
vo m 00 O' »-H

m «-t o >0 »H

m cn m
•—I «—I vc m^ ^ CM CM

cn vo VO m
•-<O''000COvOCM«—

I

ininiovoinooooo

cMOvn-ooincMcnoo

O' in CM cn p^
r' vD m 00 O' »-t

CM in 00 ^ 00 O'

cn O' vo o
O' 00 cn cn

CM CM

O CM (O' m
OO^-O'O'O'OCMvO
'OvO'O'O'OOQOin

Qoco'ooinooo^j’cj'

O' cn <t CM CM VO
vo in 00 O' «-H

m ^ O 00 ~o CM

^ oO O' ro cn^ CM CM

^ O' CM

O'OOmvOOCMvO
-O'O'O'O'O^-toom

mp^'OOcj't^^cM

O' CM m t-h O'
vo in 00 O' 1—

t

in 00 «-( cn <} CM

CO cn ^ p»-

00 00 ^ O
CM CM

-O CM cn 00

'O'OO'Om-ocnp^
<pvor'r^-00'ooin

(O' vo in CM p^
p^ VO m 00 00 ^

Cl,

O

Cu
E
(V

H
4J
c
o
u
(U

00 J->

c

•a, • • "O
a* o • cc* "o c
to > a E c o
> CjJ to O O CJ
CO > CJ CJ

ll_| u 14_|

00 O 00 00 o
C 00 c c

c(U

U —

(

0) x>

1-1

vw
(U

od

u z

l-( l-(

(U 0)

u u
c c
UJ u

0)

•o
c
o
u
00
c

>
CO

(U

_)

CO

>

a
X
Cd

(U

l-l

o
Cm
CU

133

Cl,

o

• CL
CL CO

to >
> ClI

CD

. 00
CL C
E -I

• TD
• TO C

CL C O
CO O U
> U
Cl] cm

00 O
00 c
C -M 0)

•M Li -L
> (u •a
CO D T3
(U C -M
hJ cjj i:

O r-
cn CM (X)^ ^ CM CM

(U

00
. • . C M

T3 CL o CO T)
e: cd CO •M JC c
o •H > LI o o
CD CO bJ O w oa 3 •M
00 00 c/5 Q 00
c - C c
•M (u •M •M
> u > C3. a >
to 3 to E E CO

0] (/) CU O o (U

cn 4 U u hJ
(U

M
cl,

<
3
M
cQ

>V H
LI <
•M
O }<

to

CL CL
to O
O

-tc

CL.E
CO

>
Cl]

oo 00 St
(JV VO ro ns

m 1 m 00 sd CO o CO

1 CSI ns (U

1 >-

m o ro St m
csi 00 r-- CN

VO vo o Ov m m m sd
CSI 00 sd o

-d 2

CTi 00 cn o CM
VO 00 in

vO o O' Ov m m ro 10

CN ns sd (U

<t

>d‘ -d- m 00
o m (O' vo CN o
VO vo (O' (O' -o m in in

fO m 0m 2

VO vo VO as
O' -o o as m
in vO as O' m CN m CO

(O' cn lU

'0

00 VO 'O m ro
Cs) ns ro o
vO vo o O' (O' fn m (O' w

CSI ns CN (Um Ch

VO as vo VO Ov (O'O o m m in

vO vO o O' sd m sd sd
CM n*s CM o

vo 2

o m vo vO
oo m (O' '0 m 00

m vO as (O' OO ro >d CN tfl

CN CN (U

vO

CSI ns o ns
00 m o m m vo

m vO o o o m -d O' CO

CSI CN (U

ns >-(

CM o m CN ns m
o m m 00 ov m
vo vo CTv 00 CN m o CO

o sd (Um >•

3
u
CQ

CO

D ,j«: Li 3 QC
0) (U E iJ

3 •V 3 CL CQ dP
o Li Jn H o Ll Ll

CL, (U < Cl, • (U

4J • > ClO

CJ (U o K O •3 Ll c c
E CO T-l (U a> o Cd

Li M-i CL a Li (U 3 1-1 j=
4J Li Cd u iJ CL o u o
o O o O 00 CL, X
<u 0) CJ

Cd o
CO u "3 •E Cl] CL CL -CL J

C E E CL, E Cd

o O o o 0 (U

CJ CJ u o CJ X

40



Configuration

2:

Refrigerant

in

Rectangular

Passages,

Water

in

Center,

Heat

Exchange

Outside,

R13/R12

cont'd
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Configuration

2
:

Refrigerant

in

Rectangular

Passages

.Water

in

Center,

Heat

Exchange

Outside,

Pure

Refrigerants

in

Parallel

Flow

in

Evaporator
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Configuration

3:

Refrigerant

in

Center,

Water

Outside,

Heat

Exchange

in

Rectangular

Passages,
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